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CONTROL AND SIGNAL CABLE SCHEDULE

CABLE CORE NO.

CABLE NO. FROM 10 CONTROL SIGNAL CABLE SIZE / TYPE 1 2 3 4
M MASTER METER ROOM TERMINAL BOX G/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC MIA M1B
G G/F TERMINAL BOX 1/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mmZ4/C PVC/PVC GA o8
Ci 1 /F TERMINAL BOX 2/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC 1A 18
2 2/F TERMINAL BOX 3/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mmZ4/C PVC/PVC o 28
c3 3/F TERMINAL BOX 4/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mmZ4/C PVC/PVC &) 38
ca 4/F TERMINAL BOX 5/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mmZ4/C PVC/PVC 7} 48
5 5/F TERMINAL BOX 6/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mmZ4/C PVC/PVC 5A 58
c6 6/F TERMINAL BOX 7/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm?4/C PVC/PVC oA 6B
7 7/F TERMINAL BOX 8/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC 7A 7B
8 8/F TERMINAL BOX 9/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm?4/C PVC/PVC 8 85
9 9/F TERMINAL BOX 10/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm?4/C PVC/PVC oA 98

[ ] [ ] [ ] L ] [ ] [ ]
Cn—1 n—1/F TERMINAL BOX n/F (MIDDLE FLOOR) TERMINAL BOX BUS WIRE FOR M—-BUS SYSTEM | 1.5mmZ4/C PVC/PVC n—1A n-18
Cn n/F (MIDDLE FLOOR) TERMINAL BOX n/F (MIDDLE FLOOR) AUTOMATIC METER READING PANEL | BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC DCUZA DCU2B
Cnt1 n+1/F TERMINAL BOX n+2,/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC n+1A n+18
Cn2 n+2/F TERMINAL BOX n+3/F TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC n+2A n+28
Con—1 2n—1/F TERMINAL BOX 2n/F (TOP FLOOR) TERMINAL BOX BUS WIRE FOR M—BUS SYSTEM | 1.5mm24/C PVC/PVC n-1A | 2n-18
Cn G/F (GROUND FLOOR) TERMINAL BOX G/F (GROUND FLOOR) AUTOMATIC METER READING PANEL | BUS WIRE FOR M—BUS SYSTEM | 1.5mm?4/C PVC/PVC DCU1A DCU1B
Conti G/F (GROUND FLOOR) AUTOMATIC METER READING PANEL | n/F (MIDDLE FLOOR) AUTOMATIC METER READING PANEL | ETHERNET CABLE CAT 5E CABLE
POWER CABLE SCHEDULE
CABLE NO. FROM 10 CABLE SIZE / TYPE NOTES:

1. n/F DENOTE MIDDLE FLOOR OF BUILDING, IN WHICH

P1 PROPERTY POWER SUPPLY 13A FUSE SPUR UNIT FOR AUTOMATIC METER READING PANEL 2 x 2.5mm?1/C PVC ADDITIONAL AUTOMATIC METER READING (AMR) PANEL
P2 13A FUSE SPUR UNIT FOR AUTOMATIC METER READING PANEL AUTOMATIC METER READING PANEL 2 x 2.5mm?1/C PVC IS REQUIRED. R
P3 AUTOMATIC METER READING PANEL BATTERY CHARGER PANEL 2 x 4mm21/C PVC 2 *ﬁ%ﬁ;ﬁCC?AB,__—LFEERC%NERW(';O'?AJE)WP"RﬁEL o REQUIRED.
P4 BATTERY CHARGER PANEL BATTERY PANEL 2 x 4mm21/C PVC

P5 220V a.c. POWER SUPPLY PULSE TO M—BUS CONVERTER 2 x 25mm21/C PVC

TYPICAL POWER AND CONTROL CABLE SCHEDULE FOR MULTI-STOREY BUILDING OF
SKETCH NO. SK80080/0048A

DATE

8/2017

AUTOMATIC METER READING (AMR) OUTSTATION
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LABEL SCHEDULE EQUIPMENT LIST
ITEM [ INSCRIPTION Vé(l)zRED ITEM EQUIPMENT DESlGNATlON/REMARK STANDARD PREVIOUS APPROVED EQUIPMENT
L1 | WATER SUPPLIES DEPARTMENT 10 1 ENCLOSURE
AUTOMATIC METER READING PANEL 2 DOOR LOCK SS 316 EQUIPMENT MANUFACTURER MODEL
L2 | PSU1 5 3 PROGRAMMABLE LOGIC CONTROLLER PLC E-78-04 * PROGRAMMABLE LOGIC CONTROLLER ALLEN BRADLEY 1766—L32BXBA
L3 | PSU2 5 4 INVERTER PSU2 OMRON MY2J
L4 | FUSE TERMINAL (220V a.c.) 5 5 PLASTIC WIRING DUCT CONTROL RELAY OMRON MY4J
L5 | FUSE TERMINAL (24V d.c.) 5 6 CONTROL RELAY MRR, DRR, SP1, SP2, SP3 E-11-03 * OMRON G2R
L6 |ACPSFR 5 7 POWER SUPPLY UNIT PSU1 DIEHL IZAR CENTER
L7 | BFR 5 8 MINIATURE CIRCUIT BREAKER MCB IEC 60898 DATA CONCENTRATION UNIT (DCU) HYDROMETER IZAR CENTER
L8 | MRR 5 9 FUSE TERMINAL (220V a.c.) E-11-03 *
L9 [DRR 5 10 FUSE TERMINAL (24V d.c.) E-11-03 *
L10 | SP1 5 11 CONTROL RELAY ACPSFR, BFR E-11-03 *
L11|SP2 5 12 DIODE BLOCK
L12 | SP3 5 13 TERMINAL IEC 609477
L13 | DIODE BLOCK 5 14 DATA CONCENTRATION UNIT DCU EN 13757
L14 | DCU 5 15 INDUSTRIAL ETHERNET SWITCH ETH
L15 [ MCB 5 16 SELECTOR SWITCH IEC 60947-5-1
L16 | ETH 5 17 EARTHING TERMINALS
L17 | PLC 5 18 COMMUNICATION MODEM/ROUTER
L18 | COMMUNICATION MODEM,/ROUTER 5 19 | LOWRE
SKETCH NO. | SKB0080,/0050A

DATE

8/2017

AUTOMATIC METER READING PANEL
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