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ELEVATION FROM INSIDE

WIDTH OF S.S. FRAME = W + 100
HEIGHT OF S.S. FRAME = H + 100

DETAILS OF STAINLESS STEEL WIRE MESH

NOTES :
1. ALL DIMENSIONS ARE IN MILLIMETRES.

2. ALL BOLTS, NUTS AND WASHERS ARE TO BE STAINLESS STEEL OF STEEL NUMBER 1.4401 TO BS EN 10088.

3. DIMENSIONS H AND W SHALL BE EQUAL TO DIMENSION A OF THE FAN FIXING FRAME OF DRAWING NO. WSD 2.10 IF THE
LOUVRE IS TO BE INSTALLED TOGETHER WITH AN EXHAUST FAN, OTHERWISE DIMENSIONS H AND W WILL BE THE DESIGN

HEIGHT AND WIDTH OF THE LOUVRE RESPECTIVELY.

4. FOR DETAILS OF STAINLESS STEEL FIXING LUG, REFER TO DRAWING NO. WSD 2.10.

5. MATERIAL FOR METAL LOUVRES AND FRAMES SHALL BE STAINLESS STEEL OF STEEL NUMBER 1.4401 TO BS EN 10088 UNLESS

OTHERWISE SPECIFIED.
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